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Appendix C - Exhibit C2
North Madison to Huiskamp New 138 kV Transmission Line

EMF Cross-Reference Table
Line Segment Figure Number Table Number

1 1 1
56 2 2
47 3 3
49 4 4
58 5 5
9 6 6
14 7 7
26 7 8
32 8 9
61 9 10
35a 10 11
35b 10 12
36 11 13

2a 12 14
2b 13 15
3 14 16

43a-1 14 17
43a-2 15 18
43a-3 16 19

45 17 20
8b-1 18 21
8b-2 19 22
13a 20 23
13b 21 24
24 22 25

27, 31 & 34 23 26

1 26 27
27, 31, 34 & 36 27 28



TABLE 1 
North Madison - Huiskamp138 kV Line 

Calculated Magnetic Field Levels 
 

Segment 1 
Proposed 138 kV in 2008 

(mG) 
Proposed 138 kV in 2018 

(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 43.12 56.98 97.28 121.70 
25 26.50 35.46 61.32 76.75 
50 10.08 13.58 23.65 29.61 
100 2.60 3.53 6.21 7.78 
150 1.15 1.57 2.77 3.46 
200 0.67 0.92 1.62 2.03 
300 0.34 0.47 0.83 1.04 

Revised  2-09-06 
 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 1 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system 
in normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated 
by EPRI’s ACDCLINE program at a distance of one meter above ground. 

 
 



 
TABLE 2 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 56 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 17.33 22.32 37.00 46.23 
25 13.97 17.98 29.82 37.25 
50 7.94 10.22 16.94 21.16 
100 2.88 3.71 6.14 7.67 
150 1.41 1.80 2.99 3.73 
200 0.82 1.06 1.75 2.18 
300 0.38 0.49 0.81 1.01 

Revised  2-09-06 
 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 2 for segment location, configuration of circuits in this 
segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 3 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 47 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 15.55 20.10 33.96 42.42 
25 13.11 16.93 28.41 35.49 
50 7.60 9.81 16.40 20.49 
100 2.71 3.50 5.85 7.31 
150 1.29 1.66 2.78 3.47 
200 0.74 0.95 1.59 1.99 
300 0.33 0.42 0.71 0.88 

Revised  2-09-06 
 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 3 for segment location, configuration of circuits in this 
segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 4 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 49 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 19.58 25.15 40.70 50.86 
25 15.60 20.04 32.49 40.60 
50 8.60 11.05 18.04 22.55 
100 3.00 3.86 6.33 7.91 
150 1.42 1.83 3.00 3.75 
200 0.82 1.05 1.72 2.15 
300 0.37 0.47 0.77 0.97 

Revised  2-09-06 
 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 4 for segment location, configuration of circuits in this 
segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 



 
TABLE 5 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 58 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 18.65 23.98 39.81 49.78 
25 14.64 18.84 31.23 39.04 
50 8.23 10.59 17.56 21.94 
100 2.92 3.75 6.23 7.78 
150 1.39 1.79 2.97 3.70 
200 0.80 1.02 1.70 2.12 
300 0.36 0.46 0.76 0.95 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 5 for segment location, configuration of circuits in this 
segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 



 
TABLE 6 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 9 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 17.30 22.28 36.94 46.15 
25 13.81 17.79 29.49 36.84 
50 7.48 10.09 16.74 20.91 
100 2.83 3.64 6.03 7.54 
150 1.36 1.76 2.91 3.64 
200 0.79 1.02 1.69 2.11 
300 0.36 0.46 0.76 0.95 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 6 for segment location, configuration of circuits in this 
segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 7 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 14 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 18.23 23.45 38.79 48.44 
25 14.56 18.74 31.04 38.76 
50 8.19 10.54 17.47 21.82 
100 2.89 3.72 6.18 7.72 
150 1.37 1.77 2.94 3.67 
200 0.79 1.01 1.68 2.10 
300 0.35 0.45 0.75 0.94 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 7 for segment location, configuration of circuits in this 
segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 8 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 26 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 18.07 23.28 38.57 47.80 
25 14.39 18.54 30.72 38.20 
50 8.09 10.43 17.28 21.51 
100 2.87 3.70 6.13 7.62 
150 1.37 1.76 2.92 3.62 
200 0.78 1.01 1.67 2.07 
300 0.35 0.45 0.75 0.92 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 7 for segment location, configuration of circuits in this 
segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 9 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 32 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 42.22 54.35 90.11 112.58 
25 26.44 34.04 56.43 70.50 
50 11.42 14.70 24.38 30.46 
100 3.51 4.51 7.48 9.35 
150 1.67 2.15 3.56 4.45 
200 0.99 1.27 2.11 2.63 
300 0.48 0.62 1.04 1.29 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 8 for segment location, configuration of circuits in this 
segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 10 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 61 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 17.08 22.02 36.60 45.71 
25 13.70 17.68 29.41 36.73 
50 7.77 10.03 16.68 20.83 
100 2.81 3.62 6.02 7.51 
150 1.36 1.75 2.91 3.64 
200 0.79 1.02 1.69 2.11 
300 0.36 0.47 0.77 0.97 

Revised  02-09-06 
 
Explanatory Notes: 
 

4. See Exhibit C1 and Figure 9 for segment location, configuration of circuits in this 
segment and line loadings. 

 
5. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
6. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 



 
TABLE 11 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 35a 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 16.32 21.05 35.61 44.51 
25 13.10 16.86 28.21 35.28 
50 7.43 9.57 15.98 19.99 
100 2.65 3.41 5.69 7.12 
150 1.26 1.62 2.71 3.39 
200 0.72 0.93 1.55 1.94 
300 0.32 0.41 0.68 0.86 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 10 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 12 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 35b 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 15.51 19.99 34.46 45.98 
25 12.81 16.49 27.83 36.29 
50 7.28 9.37 15.80 20.42 
100 2.59 3.33 5.63 7.25 
150 1.24 1.59 2.68 3.46 
200 0.71 0.92 1.54 1.99 
300 0.32 0.41 0.68 0.89 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 10 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 13 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 36 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 11.52 14.70 24.96 32.17 
25 8.08 11.05 21.54 27.73 
50 3.90 5.61 12.06 15.49 
100 1.09 1.67 4.05 5.19 
150 0.44 0.71 1.84 2.36 
200 0.23 0.37 1.02 1.31 
300 0.09 0.15 0.43 0.56 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 11 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 14 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 2a 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 42.25 54.40 90.19 112.67 
25 26.47 34.07 56.49 70.58 
50 11.44 14.72 24.41 30.50 
100 3.51 4.52 7.50 9.37 
150 1.67 2.15 3.57 4.46 
200 0.99 1.28 2.12 2.65 
300 0.49 0.63 1.04 1.30 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 12 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 



 
TABLE 15 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 2b 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 31.57 40.13 54.95 68.66 
25 20.11 25.63 36.55 45.66 
50 10.31 13.16 19.28 24.09 
100 3.67 4.69 6.72 8.40 
150 1.80 2.30 3.18 3.97 
200 1.06 1.36 1.81 2.26 
300 0.50 0.64 0.79 0.98 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 13 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 16 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 3  

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 17.64 22.75 37.48 47.35 
25 13.82 17.85 29.61 37.27 
50 7.67 9.91 16.52 20.75 
100 2.64 3.42 5.72 7.20 
150 1.21 1.57 2.64 3.34 
200 0.67 0.87 1.47 1.86 
300 0.27 0.35 0.60 0.77 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 14 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 
 



 
TABLE 17 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 43a-1 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 17.93 23.09 38.41 48.01 
25 14.20 18.29 30.46 38.09 
50 7.94 10.23 17.07 21.35 
100 2.78 3.59 6.00 7.51 
150 1.31 1.69 2.83 3.55 
200 0.74 0.95 1.61 2.01 
300 0.32 0.41 0.70 0.88 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 14 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 18 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 43a-2 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 42.22 54.35 90.11 112.58 
25 26.44 34.04 56.43 70.50 
50 11.42 14.70 24.38 30.46 
100 3.51 4.51 7.48 9.35 
150 1.67 2.15 3.56 4.45 
200 0.99 1.27 2.11 2.63 
300 0.48 0.62 1.04 1.29 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 15 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 19 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 43a-3 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 18.09 23.31 38.62 48.28 
25 14.39 18.55 30.72 38.41 
50 8.08 10.42 17.26 21.59 
100 2.86 3.69 6.10 7.64 
150 1.36 1.75 2.90 3.63 
200 0.78 1.00 1.66 2.08 
300 0.34 0.44 0.73 0.92 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 16 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 20 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 45 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 42.22 54.36 90.11 112.58 
25 26.44 34.04 56.43 70.50 
50 11.42 14.70 24.38 30.46 
100 3.51 4.51 7.48 9.35 
150 1.67 2.15 3.56 4.45 
200 0.99 1.27 2.11 2.63 
300 0.48 0.62 1.04 1.29 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 17 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 



 
TABLE 21 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 8b-1 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 42.22 54.35 90.11 112.58 
25 26.44 34.04 56.43 70.50 
50 11.42 14.70 24.38 30.46 
100 3.51 4.51 7.48 9.35 
150 1.67 2.15 3.56 4.45 
200 0.99 1.27 2.11 2.63 
300 0.48 0.62 1.04 1.29 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 18 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 22 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 8b-2 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 18.60 23.92 39.66 49.54 
25 14.82 19.06 31.58 39.47 
50 8.35 10.74 17.80 22.24 
100 2.97 3.82 6.32 7.90 
150 1.42 1.83 3.02 3.78 
200 0.82 1.05 1.75 2.18 
300 0.38 0.48 0.80 1.00 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 19 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 
 



 
TABLE 23 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 13a 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 38.48 48.16 47.24 64.14 
25 28.05 35.34 39.87 52.11 
50 13.38 16.92 20.21 25.74 
100 4.38 5.55 6.68 8.41 
150 2.16 2.74 3.17 3.98 
200 1.33 1.68 1.85 2.32 
300 0.70 0.88 0.88 1.11 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 20 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 
 

 



 
TABLE 24 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segments 13b 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 38.51 48.19 44.75 55.98 
25 28.09 35.49 38.63 48.36 
50 13.44 17.03 20.06 25.14 
100 4.43 5.61 6.72 8.44 
150 2.19 2.77 3.21 4.04 
200 1.35 1.71 1.88 2.38 
300 0.71 0.90 0.91 1.15 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 21 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground.  

 
 



 
TABLE 25 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segment 24 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 42.22 54.35 90.11 112.58 
25 26.44 34.04 56.43 70.50 
50 11.42 14.70 24.38 30.46 
100 3.51 4.51 7.48 9.35 
150 1.67 2.15 3.56 4.45 
200 0.99 1.27 2.11 2.63 
300 0.48 0.62 1.04 1.29 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 22 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 



 
TABLE 26 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

 
Segments 27, 31 & 34 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 29.65 37.33 63.32 79.08 
25 14.93 20.76 42.55 53.13 
50 5.01 7.43 17.00 21.21 
100 1.09 1.76 4.58 5.71 
150 0.42 0.71 2.01 2.50 
200 0.21 0.37 1.13 1.41 
300 0.08 0.16 0.53 0.66 

Revised  02-09-06 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 23 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 
 



 
TABLE 27 

North Madison – Huiskamp 138 kV Line  
Calculated Magnetic Field Levels 

Existing North Madison to Yarha 138 kV Line 
Segment 1 

Proposed 138 kV in 2008 
(mG) 

Proposed 138 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 58.49 77.29   
25 36.02 47.60   
50 15.55 20.54   
100 4.73 6.26   
150 2.21 2.92   
200 1.27 1.68   
300 0.58 0.77   

Revised  02-09-06 
 
 
Explanatory Notes: 
 

1. See Exhibit C1 and Figure 26 for segment location, configuration of circuits in 
this segment and line loadings. 

 
2. “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3. The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 
 
 



 
TABLE 28 

North Madison - Huiskamp138 kV Line  
Calculated Magnetic Field Levels 

Existing Waunakee to Huiskamp 69 kV Line 
Segments 27, 31, 34 & 36 

Proposed 69 kV in 2008 
(mG) 

Proposed 69 kV in 2018 
(mG) 

Distance 
from  

Centerline 
(feet) Normal Load 

(327 amps) 
Normal Peak 

Load  
(421 amps) 

Normal Load 
(698 amps) 

Normal Peak 
Load 

(872 amps) 
0 51.06 58.86   
25 26.01 30.00   
50 10.09 11.64   
100 2.90 3.35   
150 1.33 1.54   
200 0.76 0.88   
300 0.35 0.40   

Revised  02-09-06 
 
 
Explanatory Notes: 
 

1 See Exhibit C1 and Figure 27 for segment locations, configuration of circuits in 
this segment and line loadings. 

 
2 “Normal Peak Load” is defined as 100% of estimated peak, system normal 

configuration and “Normal Load” is defined as 80% of estimated peak, system in 
normal configuration. 

 
3 The magnetic field values shown represent the highest magnetic field RMS 

resultant at the specified distance from the centerline of the line as calculated by 
EPRI’s ACDCLINE program at a distance of one meter above ground. 

 
 
 
 
























































